
DETAIL No.
STANDARD MANHOLE VENT WITH FLAT TOP MANHOLE

EFFECTIVE: 01/05/17
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NOTES: : 1. VENT PIPE DIAMETER SHALL INCREASE WITH SEWER MAIN SIZE:                 SEWER MAIN / VENT PIPE  SEWER MAIN / VENT PIPE                   8" TO 20"       4"                  24" TO 30"       6"                 36" TO 48"       8"                 54" TO 64"      10" 2. VENT PIPE OPENING TO BE ELEVATED AT LEAST 24 INCHES  ABOVE THE 100 YEAR FLOOD PLAIN ELEVATION.
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