NOTES:
1. All assemblies shall consist of 'no lead' brass meeting UNS C89833 as per ASTM B584.
2. Reduced pressure principle backflow prevention assembly shall comply with ASSE 1013 & AWWA C511.
3. Double check valve backflow prevention assembly shall comply with ASSE 1015 & AWWA C510.
4. Backflow prevention assembly shall maintain minimum clearances from walls and floor as specified.
5. Backflow assembly with isolation valve shall be in a separate room with exterior door. This may be a mechanical room or a fire sprinkler room, but shall be separate from the main structure.
6. Pipe material shall be copper (type K) or brass (ASTM B43).
7. Installation shall be in compliance with all applicable Cary ordinances and specifications in addition to the N.C. plumbing code.
8. Property owner shall be responsible for maintenance and operation of backflow assembly and compliance with reporting and testing requirements.
9. RPZs are allowed only with specific permission of Cary's cross connection ORC.

STANDARD 1" to 2" COMMERCIAL INDOOR BACKFLOW ASSEMBLY