STANDARD RECLAIMED WATER BLOW-OFF ASSEMBLY, TYPE 1
(SURFACE DISCHARGE)

CAUTION RECLAIMED WATER DO NOT DRINK

RECLAIMED WATER

FINISHED GRADE

RECLAIMED WATER MAIN

PVC TRANSITION COUPLING

GATE VALVE W/ BLOCKING

PROVIDE PIPING IN PANTONE 522
PURPLE WITH THE WORDS
"CAUTION RECLAIMED WATER
DO NOT DRINK"

CONCRETE BLOCKING
MINIMUM 1/3 CUBIC
YARDS AT 3,000 P.S.I.

2" DIP PIPE OR
SDR 21 PVC
WITH NO LEAD
BRASS THREADS

LOCK CAP

METER

RECLAIMED WATER METER & VAULT
(SEE DETAIL 06500.02)

RECLAIMED WATER VALVE BOX
(SEE DETAIL 06500.07)

STANDARD RECLAIMED WATER VALVE BOX

2" SDR 21 PVC PIPE

2" SDR 21 PVC PIPE

NO LEAD CORPORATION STOP

TAPPED TEE FITTING W/ RESTRAINED WEDGE ACTION RETAINER GLANDS

PLAN VIEW

SECTION VIEW

EFFECTIVE: 05/15/20