**Title:** Reclaimed Water Valve Box Installation

**Effective:** 05/15/20

- **Section View**
  - **Valve Box**
  - **Gate Valve**
  - **PVC Main C-900 or C-905 PANTONE 522 Purple**
  - **Blocking**
  - **Undisturbed Earth**
  - **Concrete Encasement at 3000 P.S.I.**
  - **Tamped Backfill**
  - **Valve Box Cover, Pantone 522 Purple**

**Notes:**
1. Valve operating nut must be extended so that the depth is no greater than 6 feet from the surface using an extension kit from the valve manufacturer.