NOTES:
1. ALL ELECTRICAL SYSTEMS SHALL MEET OR EXCEED NATIONAL ELECTRICAL CODE REQUIREMENTS.
2. CONDUIT SHALL BE PVC BELOW GRADE AND PVC COATED GALVANIZED STEEL ABOVE GRADE.
3. STEEL SUPPORT POSTS SHALL BE PAINTED WITH A HIGH BUILD EPOXY POLYAMIDE PAINT DESIGNED FOR SEVERE SERVICE.
4. CONDUIT LEADING TO A CONTROL OR JUNCTION BOX MUST HAVE SEAL-OFFS.

ELECTRICAL RISER

EFFECTIVE: 05/15/20